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Most LTPP automated weather stations (AWS) have been in operation for more than five years, 
and some of them have experienced equipment related problems that have resulted in the loss of 
data. LTPP Directive AWS-4: Check-Out Procedures and Calibration of AWS Sensors details 
the procedures to be followed by the regional contractors to check-out the condition of active 
AWS and, as appropriate, to calibrate and/or replace them. In addition, LTPP Directive AWS-18: 
Replacement of AWS Parts explicitly addresses equipment parts to minimize the potential for 
loss of AWS data by replacing time or wear sensitive parts. However, some of the parts required 
in that directive are no longer available and have been replaced by newer models. Accordingly, 
this directive updates the AWS replacement parts and procedures contained in LTPP Directive 
AWS-18. 
 
Effective immediately, the following updated list of parts shall be considered for replacement on 
a two-year cycle, in conjunction with the LTPP Directive AWS-4 activities. 
  
Precipitation Gauge 
 
The following AWS precipitation gauge (tipping-bucket) parts should be replaced as part of the 
checkout and calibration procedures required by LTPP Directive AWS-4: 
 
• 27 VDC Surge Suppressor part # 46311502. The surge suppressor is placed between the +/- 

leads on the 2-pin terminal block for the signal output to the datalogger. Burn marks at the 
terminals or between the suppressor and terminal base is an indication the surge suppressor 
should be replaced. In addition, because surge suppressors are relatively inexpensive, the 
regional contractors may consider replacing them during each maintenance visit. 

• Allen head screws to retain tipping bucket paddles (loctite in place); replacement SS hex 
socket set screw with cup point part # SS2003. 

• Precision bearing for rotation of pendulum shaft; bearing dimension .250X.375X.125. If an 
examination of the bearing indicates loss of lubricant or signs of rust, the bearings should be 
replaced. 
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• Barrel Switch activated by magnet as the tipping buckets are tipped. Part # 51001802. This 
part should not require replacement if the tipping bucket calibration is repeatable. 

• Magnet to trip proximity sensor; Radio Shack part # 64-1883. Since these magnets weaken 
over time, it is recommended that the regional contractors replace them during each 
maintenance visit. 

• Fire rod (large Capacitor) for heating the tipping bucket funnel; replacement part # 9407-
J2N45 (100 W). Examine for corrosion or inability to heat rain gage funnel. Replace as 
required. 

• Thermostat. A thermostat mounted to the bottom of the funnel controls the rain gage heater. 
Placing a bag of ice in the funnel should cause the thermostat to activate the heater (fire rod) 
causing the ice to melt in the rain gage funnel. Vendor should be contacted for replacement 
thermostat, if needed. 

• Heater fuse; 4 amp 120 VAC. 
 
When servicing or replacing screws or threaded rods, it is suggested that an anti-seize compound 
be lightly applied to the threads to make future disassembly easier. Experience has indicated that 
the screws or adjustable feet (threaded rod) become immoveable with time and exposure to 
corrosion. 
 
Wind Speed and Wind Direction Sensors 
 
The wind speed and wind direction sensor bearings are checked as part of the LTPP Directive 
AWS-4 checkout and calibration process. They should be replaced if either of the bearings offer 
resistance or a noticeable ‘wobble’ is observed when the wind propeller is rotated.  Replacement 
bearings can be purchased from the vendor. 
 
• 05124VG Vertical shaft bearing – 2 required. 
• 05163PG Flange bearing – 2 required. 
 
The wind gauge degree of movement is checked with the vane angle bench stand. If the 
measurements exceed the 3-degree tolerance establish for calibration check, the problem may 
exist as a result of corrosion at the circuit board or failure of the potentiometer. If the problem 
exists after cleaning the circuit board and stripping back the wire insulator to expose clean wire, 
it is highly likely that the potentiometer needs to be replaced. As this is a precision instrument, 
only skilled technicians should attempt replacement of the potentiometer. 
 
• 05133B Potentiometer – 10K ¼% Lin Cond Plastic. 
 
Relative Humidity Sensor 
 
Careful consideration should be given to replacement of the relative humidity sensor based on 
the results of the calibration required by LTPP Directive AWS-4. If the calibration check 
conducted in the regional office shows that the sensor in question is acceptable, then it may be 
returned to service in the field. However, prior to putting back in service, the filter should be 
replaced to reduce the possibility for erroneous readings as a result of moisture getting trapped in 
the dirt accumulated on the filter. The filter should be cleaned in distilled water, dried in a 
microwave oven and returned to service, providing there is no deterioration of the filter.  
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If the sensor in question is not acceptable, it should be replaced with the newer style HMP45C-L 
relative humidity/air temperature probe, as the HPM35 model is no longer available. The 
replacement HMP45C-L probe has a “removal-head,” which makes the field replacement 
process much easier and reduces the potential for wiring problems. When ordering the 
replacement probe, it is necessary to obtain the adapter #15283 to install the probe to the 
radiation shield. The wiring diagram for the HMP45C-L probe and associated changes to the 
CR10 datalogger software are addressed in the “Automated Weather Station Datalogger 
Software Module, Version 6.1W” manual, which is being issued (along with windows based 
version of software) under separate directive. 
 
If the sensor is replaced, consideration should be given to cleaning (with soap and water or with 
dishwashing liquid) or replacing the radiation shield, especially in areas of high humidity. 
 
Pyranometer 
 
A number of the LI-COR pyranometers (solar gauges) no longer pass the checks required by 
LTPP Directive AWS-4 or the calibration performed by LI-COR. Those sensors should be 
replaced. LI-COR carries a replacement sensor (LI-200SA), but purchase of that sensor is NOT 
recommended due to wiring and software issues. Instead, it is strongly recommended that 
replacement LI-200X-L sensors be purchased directly from Campbell Scientific, who still carries 
the sensor (approximately $300). 
 
Batteries 
 
The 12V 7-amp battery should be replaced on a 4-year cycle to minimize the risk of data loss as 
a result of a failed battery.  
 
Regional contractors may also consider replacement of the SM-192 Storage Module batteries, 
and especially those that have been in service for more than five years. However, only skilled 
technicians should attempt to replace these batteries, as it requires working with live voltage. If a 
regional contractor does not feel comfortable doing this, it may go directly to the vendor for 
replacement of the battery. 
 
Cables and Wires 
 
Frayed or damaged cable casing or wires should be replaced as part of the LTPP Directive AWS-
4 procedures. Minor nicks may be repaired and protected with rubberized tape. If an instrument 
is disassembled, then regional contractor personnel should consider replacing the cables. 
 




